
210826075TASK NO:

Analytical Results

Water Quality Control Professionals
John Volk

Company:
Report To:

Company:
Bill To:

13863 W. La Salle Pl.
Lakewood CO  80228
 

Accounts Payable
Water Quality Control Professionals
13863 W. La Salle Pl.
Lakewood CO  80228
 

CDOT WWTP
CDOT Eisenhower WWTP 

Date Reported: 9/7/21
Task No.: 210826075

Matrix: Water - Surface

Date Received: 8/26/21

Client Project:
Client PO:

CDOT RawCustomer Sample ID

Test Method Date Analyzed

210826075-01Lab Number:
Sample Date/Time: 8/26/21 1:00 PM

MLResult Analyzed By
Bicarbonate SM 2320-B      27.0 mg/L as CaCO3 9/1/210.2 DPL
Calcium as CaCO3 EPA 200.7      24.1 mg/L 9/1/210.1 MBN
Carbonate SM 2320-B     < 0.2 mg/L as CaCO3 9/1/210.2 DPL
Hydroxide SM 2320-B     < 0.2 mg/L as CaCO3 9/1/210.2 DPL
Langelier Index SM 2330-B     -1.48 units 9/7/21 SAN
pH SM 4500-H-B      7.42 units 8/27/210.01 AMJ
Temperature SM 4500-H-B        20 °C 8/27/211 AMJ
Total Alkalinity SM 2320-B      27.0 mg/L as CaCO3 9/1/214 DPL
Total Dissolved Solids SM 2540-C        43 mg/L 9/1/215 ISG

10411 Heinz Way   / Commerce City, CO  80640  /  303-659-2313
Mailing Address: P.O. Box 507  /  Brighton, CO  80601-0507

DATA APPROVED FOR RELEASE BY

ML = Minimum Level = LRL = RL
mg/L = Milligrams Per Liter or PPM
ug/L = Micrograms Per Liter or PPB
mpn/100 mls = Most Probable Number Index/ 100 mls
Date Analyzed = Date Test Completed

Abbreviations/ References:

210826075
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