
24210 EJMT DPHT

RFP Editing Log

RFP Section Subsection Changed Edit

Book 1 - Contract Page xiii
Removed references to backup generators and ventilation fan rebuilds in 
scope of work.

Book 1 - Contract Page xiii
Removed footnote for Categorical Exclusion inprogress.  The CatEx has 
been completed.

Book 1 - Contract Section 21.1.3
Removed references to backup generators and ventilation fan rebuilds in 
scope of work . Removed references to backup generator minimum 
warranty.

Book 1 - Exhibit C-3 Federal Prevailing Wages General Updated per 2/25/2022 Prevailing Wage requirements.

Book 2 - Section 01 General Section 1.4
Removed references to backup generators and ventilation fan rebuilds in 
scope of work.

Book 2 - Section 02 Exhibit A Work Breakdown 
Structure

General Removed reference to backup generator and ventilation fan

Book 2 - Section 03 Quality Management
Sections 3.4.2.1, 3.4.5.7, 

and 3.8.2.2
Removed references to backup generators in scope of work.

Book 2 - Section 05 Environmental
Sections 5.0, 5.4.1, 

5.4.3.2, Table 5-3, and 
Table 5-4

Removed references to Generator scope and requirement for a 
Stationary Source Air Quality Permit. 

Book 2 - Section 15 Structures
Sections 15.2.2.1, and 

15.2.2.3
Removed references to backup generators in scope of work.

Instructions to Proposers (ITP) Section 1.6 Updated Upset Amount to $27.7M

Instructions to Proposers (ITP) Section 6.6.3, and 6.6.4 Incorporated BAFO process

ITP - Appendix A - Proposal Submission 
Instructions

General Created ITP - Appendix A-1 BAFO Proposal Submission Instructions

IPT - Appendix A - 1 - BAFO Proposal submission 
Instructions

General Added BAFO due date and clarified Confidential submission instructions.

ITP - Form J Proposer's Price Allocation Form General Removed references to backup generator and ventilation fans

ITP - Form T Upset Amount Determination General Updated Upset Amount to $27.7M

Reference Documents R01 - General Added Signed EJMT DPHT Project Delivery Selection Matrix Memo

Reference Documents R01 - General Removed EJMT Acces Procedure

Reference Documents
R03 - Electrical, Heat 
Trace, and Jet Fans

Removed references to backup generators and ventilation fan rebuilds 
related documents.

Reference Documents R05 - Environmental Added CatEx Memo

Book 2 - Section 14 Electrical
14.1.1, Table 14-1, 14.1.3, 

14.2.2
Removed Emergency Generator design requirements and design criteria, 
and Jet Fan Motor Rewinding scope. Removed NFPA 110 reference.

Book 2 - Section 14 Electrical 14.4 Deliverables
Removed Transformer, Medium Voltage, Generator, and Motor 
Rewinding deliverable requirements

Book 2 - Section 14 Electrical
14.5 Project Special 

Provisions
Removed sections 261200, 261400, 261500, 263213, 266000, 613 
24.9kV GIS Switchgear, and 622 Motor Power and Control Wiring 

Book 2 - Section 14 Electrical
14.5 Project Special 

Provisions
Edited sections 202, 210, 622 Electrical Modifications, and 622 
Grounding and Bonding

Book 2 - Section 02 Project Management Section 2.8.1 Removed reference to photos of ventilation fans

Book 2 - Section 01 General 1.5.1 ARE #4 Removed language on PBC demolition.

Book 2 - Section 01 Exhibit B ARE Specifications B.4.3, #12 Removed language on PBC demolition.

RFP Addendum 5 (BAFO)


