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2
REVISION OF SECTION 512
BEARING DEVICE


Revise Section 512 of the Standard Specifications as follows:
Revise subsection 512.02, paragraph 5, beginning with “All steel, except stainless steel . . .”, as follows:
All steel, except stainless steel, used in fabricating bearing devices shall conform to AASHTO M 270 (ASTM A709) Grade 36 unless otherwise required in the Contract. ASTM A709 Grade 50W or ASTM A709 Grade 50 may be substituted for ASTM A709 Grade 36. Anchor bolts shall be ASTM A449 zinc plated. All welding shall conform to the applicable requirements of ANSI/AWS D1.5 and Standard Specification 509.

Revise subsection 512.03, delete paragraph 2, “Welding shall conform . . .”, as follows:

FABRICATION
512.03 Type I Bearing Device. A Type I Bearing Device consists of either a plain or laminated elastomeric bearing pad with an optional machined sole plate as shown on the plans.
Welding shall conform to applicable requirements of ANSI/AWS D1.5 ancillary items.
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