
SHEET ID NO. LOCATION DESCRIPTION UTILITY OWNER EFFECTED UTILITY TYPE CONTRACTOR’S ACTION UTILITY’S ACTION ADDITIONAL COMMENTS
TABULATION OF UTILITY CONFLICTS

UT−08 EL08−02 5151+64.87, 87.27’ R
5151+71.90, 90.89’ R  

CDOT HIGH MAST LIGHT 
AND ELECTRICAL 
PEDESTAL

(SEE STREET LIGHTING PLANS FOR DETAILS) EXISTING HIGH MAST LIGHT IS IN AN AREA OF PROPOSED 
CUT. THE LOCATION OF THE HIGH MAST LIGHT MAY BE 
DEEMED TOO CLOSE TO PROPOSED EDGE OF PAVEMENT 
(CURRENTLY +16’). IMPACT MAY BE ONLY "ADJUST TO 
GRADE" OR A FULL RELOCATE MAY BE DEEMED 
NECESSARY.

UT−08 EL08−03 5151+70.01, 71.22’ L  CDOT ELECTRICAL FEED 
FOR SIGN 
LIGHTING

(SEE STREET LIGHTING PLANS FOR DETAILS)

UT−08 EL08−04 2319+82.82 XCEL ENERGY BURRIED 
ELECTRICAL LINE

PROTECT IN PLACE − POTHOLE AS NEEDED LOCATION OF ELECTRICAL CROSSING IS BASED OFF AS−
BUILTS PROVIDED BY XCEL ENERGY, NOT BY FIELD 
SURVEY.

UT−09 FO09−01 5152+54.88, 93.69’ R  ADESTA TELECOM 
MANHOLE

PROTECT IN PLACE ADJUST MANHOLE TO FINAL GRADE

UT−09 FO09−02 5159+86.20, 88.79’ R  LEVEL3 TELECOM 
MANHOLE

PROTECT IN PLACE ADJUST MANHOLE TO FINAL GRADE

UT−09 FO09−03 5159+93.82, 82.88’ R  ADESTA TELECOM 
MANHOLE

PROTECT IN PLACE ADJUST MANHOLE TO FINAL GRADE

UT−09 ST09−01 5160+19.67, 79.49’ R  CDOT ADESTA/LEVEL3/CDOT ITS STORM SEWER PROTECT IN PLACE. FLEX LINE AROUND 
PROPOSED INLET IF NEEDED

PROVIDE PERSONNEL TO INSPECT THE 
OPERATION AND TO ASSIST THE CDOT 
CONTRACTOR AS NECESSARY

PROPOSED STORM SEWER INLET IS NEAR BURRIED 
ELECTRICAL LINES.

UT−09 ST09−02 5162+79.46, 85.79’ R  CDOT ADESTA/LEVEL3/CDOT ITS STORM SEWER PROTECT IN PLACE − POTHOLE AS NEEDED IF THERE IS A CONFLICT WITH THE FIBER 
LINES AND FACILITIES, THEN RELOCATE 
BELOW THE PROPOSED STORM SEWER

PROPOSED STORM SEWER CROSSES FIBER LINES.

UT−10 FO10−01 3104+02.12, 51.08’ R
RAMP M

ADESTA TELECOM 
MANHOLE

PROTECT IN PLACE LOCATION OF TELECOM MANHOLE IS BASED OFF AS−
BUILTS PROVIDED BY UTILITY OWNER, NOT BY FIELD 
SURVEY.

UT−10 FO10−02 3104+02.33, 55.85’ R  
RAMP M

LEVEL3 TELECOM 
MANHOLE

PROTECT IN PLACE LOCATION OF TELECOM MANHOLE IS BASED OFF AS−
BUILTS PROVIDED BY UTILITY OWNER, NOT BY FIELD 
SURVEY.

UT−10 EL10−02 3106+43.25, 52.41’ R  
RAMP M

XCEL ENERGY ELECTRICAL RISER PROTECT IN PLACE

UT−10 EL10−03 3106+64.31, 46.35’ R  
RAMP M

XCEL ENERGY ELECTRICAL RISER PROTECT IN PLACE

UT−10 FO10−03 3119+04.50
RAMP M

QWEST TELECOM PROTECT IN PLACE LOCATION OF TELECOM LINE IS BASED OFF AS−BUILTS 
PROVIDED BY UTILITY OWNER, NOT BY FIELD SURVEY.

UT−10 ITS10−01 5167+43.48, 0.79’ R  CDOT ITS FIBER LINE PROTECT IN PLACE LOCATION OF TELECOM LINE IS BASED OFF AS−BUILTS 
PROVIDED BY UTILITY OWNER, NOT BY FIELD SURVEY.

UT−10 EL10−01 5167+79.87, 1.17’ L  XCEL ENERGY ELECTRICAL 
POWER LINE

PROTECT IN PLACE LOCATION OF TELECOM LINE IS BASED OFF AS−BUILTS 
PROVIDED BY UTILITY OWNER, NOT BY FIELD SURVEY.

UT−10 5174+69.39, 74.98’ R  LEVEL3 TELECOM 
MANHOLE

PROTECT IN PLACE LOCATION OF TELECOM MANHOLE IS BASED OFF AS−
BUILTS PROVIDED BY UTILITY OWNER, NOT BY FIELD 
SURVEY.

UT−10 5174+76.81, 81.97’ R  ADESTA TELECOM 
MANHOLE

PROTECT IN PLACE LOCATION OF TELECOM MANHOLE IS BASED OFF AS−
BUILTS PROVIDED BY UTILITY OWNER, NOT BY FIELD 
SURVEY.

UT−10 5176+37.54, 81.25’ R  CDOT ITS VAULT PROTECT IN PLACE LOCATION OF ITS VAULT IS BASED OFF AS−BUILTS 
PROVIDED BY UTILITY OWNER, NOT BY FIELD SURVEY.

UT−10 5180+16.42, 66.27’ R  CDOT ITS VAULT PROTECT IN PLACE LOCATION OF ITS VAULT IS BASED OFF AS−BUILTS 
PROVIDED BY UTILITY OWNER, NOT BY FIELD SURVEY.

UT−10 5180+29.30, 147.17’ R  CDOT ITS VAULT PROTECT IN PLACE LOCATION OF ITS VAULT IS BASED OFF AS−BUILTS 
PROVIDED BY UTILITY OWNER, NOT BY FIELD SURVEY.

UT−10 5180+60.34, 171.87’ R  LEVEL3 TELECOM 
MANHOLE

PROTECT IN PLACE LOCATION OF ITS VAULT IS BASED OFF AS−BUILTS 
PROVIDED BY UTILITY OWNER, NOT BY FIELD SURVEY.

UT−10 5180+68.93, 158.55’ R  ADESTA TELECOM 
MANHOLE

PROTECT IN PLACE LOCATION OF TELECOM MANHOLE IS BASED OFF AS−
BUILTS PROVIDED BY UTILITY OWNER, NOT BY FIELD 
SURVEY.

UT−11 EL11−01 3124+60.44 XCEL ENERGY ELECTRICAL 
POWER LINE

PROTECT IN PLACE LOCATION OF BURRIED POWER LINE IS BASED OFF AS−
BUILTS PROVIDED BY UTILITY OWNER, NOT BY FIELD 
SURVEY.

UT−11 ITS11−01 3124+98.63 CDOT ITS FIBER LINE PROTECT IN PLACE LOCATION OF ITS LINE IS BASED OFF AS−BUILTS 
PROVIDED BY UTILITY OWNER, NOT BY FIELD SURVEY.

UT−12 FO12−01 WATER QUALITY POND "D" CDOT Level 3 Storm Sewer 
Concrete Ditch

RELOCATE EXISTING FIBER LINE 
CROSSING IF CONFLICT IS FOUND

UT−12 ST12−01 WATER QUALITY POND "D" CDOT ??? STORM SEWER 
OUTFALL

PROTECT IN PLACE − POTHOLE AS NEEDED

UT−12 FO12−02 WATER QUALITY POND "D" CDOT ??? STORM SEWER 
OUTFALL

PROTECT IN PLACE − POTHOLE AS NEEDED


