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ADAMS
ELEC

TRANSFORMER WILL FEED 

TODD PASQUIN'S PROPERTY  251-9883

RETIRE
35 FT. POLE
OPEN DELTA STATION

INSTALL
40 FT. POLE

1-307-LFG
1-UNIT 501 & 512
3-25 KVA TRANSFORMERS 
CLOSED DELTA SECONDARY

DIRECTIONAL BORE
APP. 800 FT. UG PRIMARY IN 4" PVC

APP. 325 FT FROM P.P. NORTH EAST
TO P.P SOUTH EAST

BORE 150 FT. 2" PVC 

SECONDARY IS OPEN BETWEEN
LIGHT # 11893 & # 18417

250 ft. # 6 DUPLEX TO FEED
EXISTING LIGHT

STREET LIGHTS ON STEEL POLES
WILL BE RELOCATED TO HIGH LINE POLES

NEW TRANSFORMER
WILL FEED PIXIE INN ONLY

INSTALL
170 FT. # 6 DUPLEX

85 - 2

U951
1-SM

HEAD GUY

HEAD GUY

RMV 35 - 5

RMV 35 - 5

RMV 40 - 4

RMV 35 - 4

RPL 40 - 4

RMV 35 - 5

RMV 40 - 4

RMV 45 - 4

RMV 50 - 3

RMV 55 - 2

RMV 35 - 5

RMV 40 - 3

RMV 50 - 3

Traffic Lights Control Feed

RMV 35 - 4

PRO 40 - 2

RMV 45 - 4

35 - 5

75 - 3

35 - 5

40 - 4

40 - 4

20 - 5

40 - 4

35 - 5

35 - 5

40 - 4

50 - 3

35 - 5

35 - 5

35 - 5

40 - 4

35 - 3

35 - 

35 - Unknown

35 - 

35 - 

40 - 4

40 - 4

50 - 3

75 - 2

50 - 3

35 - 5

35 - 5

40 - 4

35 - 5

50 - 435 - 5

40 - 3

35 - 5
35 - 5

50 - 4

40 - 4

40 - 4

35 - 5

35 - 4

50 - 4

65 - 3

40 - 5

35 - 5

85 - 2

30 - 3

40 - 4

35 - 4

35 - 4
85 - 2

35 - 2

40 - 4

30 - 6

30 - 6

65 - 3

40 - 4

40 - 4

30 - 6

80 - 2
40 - 2

65 - 3

35 - 5

40 - 4

40 - 4

65 - 3

45 - 4

40 - 4

35 - 5

40 - 4

35 - 5

40 - 4

35 - 4

40 - 2
40 - 4

35 - 4

50 - 3

85 - 2

35 - 5

35 - Unknown

40 - 3

85 - 2

85 - 2

40 - 3

50 - 3

30 - 6

35 - 5

40 - 4

35 - 5

35 - 3

45 - 3

40 - 3

35 - 5

40 - 4

35 - 5

45 - 4

35 - 5

40 - 2

40 - 4
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Load

RMV
Node C115

600.00 kVAr
200 

RMV PAL

400 W MV

RMV 18214

100 W HPS

RMV 18204
100 W HPS

RMV 18205
250 W HPS

PAL
400 W MV

11897
250 W HPS

11761
250 W HPS

18213
100 W HPS

13402
100 W HPS

13401
100 W HPS

16297

100 W HPS

30897
250 W HPS

11762
250 W HPS

18206
100 W HPS

11343

100 W HPS

PAL
175 W MV

18417

250 W HPS

11893
250 W HPS

10550
250 W HPS

10551
250 W HPS

11895
250 W HPS

11764
250 W HPS

11763
250 W HPS

11767
250 W HPS

11890
250 W HPS

11766
250 W HPS

10521

100 W HPS

9338
250 W HPS

9337

250 W HPS

9310
250 W HPS

9336
250 W HPS

10522
100 W HPS

10312
100 W HPS

10311

100 W HPS

10511

100 W HPS

10313

100 W HPS

10280
250 W HPS

10281
250 W HPS

10287
250 W HPS

10552

250 W HPS
10523
100 W HPS

10282
250 W HPS

10283
250 W HPS

10286
250 W HPS

11765
250 W HPS

10284
400 W HPS

10510

100 W HPS

10512
100 W HPS

10520

100 W HPS

10314

100 W HPS

10516
250 W HPS

10513

100 W HPS

11768
250 W HPS

11769
250 W HPS

10509
100 W HPS

10524
250 W HPS

11770
250 W HPS

11888
250 W HPS

11887

250 W HPS

10506

10508
100 W HPS

11891
250 W HPS

11889
250 W HPS

11342
100 W HPS

11892
250 W HPS

10565
100 W HPS

PAL
100 W HPS

PAL
100 W HPS

10564
100 W HPS

C-DOT

L718
100K  CBA

L2122
UnknownK  A

L267
100K  CB

L269
100K  AC

L265

100K  B

L264
100K  AC

RMV L190
100K  A
L190
100K  C

L193
100K  CBA

L2037

100K  CBA

L220

900 N.O.  ABC

L272

900  ABC

Node 74782
PRO 75 ABC

Node 72277

300 ABC

Node 1720
225 ABC

C# -81882385

M# -unset

Node 8175

RMV 25 A
RMV 25 B

RMV 25 C

Node 8377
RMV 25 A

Node 1944

RPL 75 C
RPL 25 A

Node 4088

RMV 25 C
RMV #656 15 A

Node 2654

RMV 25 B
RMV 25 C

RMV 50 A

Node 7583

RMV 50 A
RMV 15 C

Node 4100

RMV #7491 15 C

Node 11508
PRO 25 C

Node 9073
#28834 25 C
#28835 25 B
#28844 25 A

Node 10903
#25271 25 A

#25264 25 B
#25263 25 C

Node 607
75 C
25 A

Node 8881

50 C
50 A
50 B

Node 789

25 B

Node 7324
25 A
25 B

Node 8469
50 A

Node 3386
25 B

Node 4235
#815 37.5 C

Node 45
25 B
15 C

Node 7196
75 B

Node 1932
25 A

25 B
25 C

Node 11448
25 A

Node 8172
75 C

Node 2729
15 C

50 B

Node 91
37.5 A

Node 8586
#2212 25 C

Node 5279

15 A
15 B
15 C
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County:
PUEBLO

PUEBLO

1"=83'
State:

CO

City:

Prepared By:

Date Prepared:

WR Number:

Rotation:

Scale:

bchavez

03/13/201331-20S64W

WR499471

Additional Notes:

WR
Information

ILEX INTERCHANGE
Job Title:

Description:
CALL BEFORE YOU DIG

 IN CO (800) 922-1987


